1. Connect skuby nozzle to 1 Red, as it is full of red. Set meter to run.
2. Open 2 Green and start pump. Manifold valve 1 will stay closed.
3. Product in manifold will change from red to green after 30 - 45 seconds
   All red will have been pumped back into red and "chased" with green.
4. The change is complete when green is seen in return glass.